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SIZE WALL SIDE | OPEN SIDE |END WALLS FLOOR FLOOR
(A) (B) (C) (D) (E) (F)
< 1 INCH N /A, USE WABASH BOX
116 INCHES |14 INCHES | 24 INCHES | 14 INCHES | > 6 INCHES 24-36 INCHES
8—12 INCHES |24 INCHES | 36 INCHES | 14 INCHES | > 6 INCHES 24-36 INCHES
> 14 INCHES |36 INCHES | 36 INCHES | 14 INCHES | > 6 INCHES 24-36 INCHES

* BY—PASS PIPING MAY BE PLACED ON INTERIOR OF VAULT (NOT SHOWN).
* USE BANANA SCREEN AS SHOWN IN VAULTS WITH LIMITED SPACE.
USE REGULAR SIZE SCREENS ELSEWHERE.

SEE "STANDARD METER VAULT NOTES” FOR ADDITIONAL INFORMATION.
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